SHEET NOTES

PROVIDE AND INSTALL NEW 20A/1P BREAKER

ﬁ IN (E) PANEL 33B39A, CIRCUIT 20.
(2) (E) PANELBOARD "33B39A" = 100A BUS, MLO,
[\ 208Y/120V, 38, 4W. ADDED LOAD = 28 WATTS.
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